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Christian Valley Park CSD 
Water Report – June 2022 

 
 

Water Plant Operation and Maintenance 
1. Average flow for the month 0480 MGD raw water was 1.3 NTU. 

Water Line Repairs and Call Outs 
1. 5670 Stanley 
2. 6165 Stanley 
3. 6370 Barbara 
4. 2543 Gayle 

Miscellaneous 
1. Backflow testing completed – 59 tested, all passed. 

Capital Improvements 

1. Rebuild pump station piping (capital improvement project). 
2. Bid received for pump station generator – see letter recommending bid award to Norris Electric. 


