
 CVPCSD Monthly Report  
MAY 2025 

Daily average flow = 343 gpm 
Daily Average Raw NTU = 5.4 

Daily Average Finished NTU = .081 
 

Water Plant –   
  

• Standard operations, ie chemical top offs, adjustments to treatment etc. 

• Awaiting quotes from Alpine Earthmovers and Lorang Brothers for cleaning the 
sediment basin as well as moving tough sheds from CCC to CVP Water Plant  

 
Distribution –  

• 3755 Upland – Minor Leak – Gasket replaced 

• 6100 Virginia – Assisted the home owner with shutting down their water for a 
service line leak 

• 2618 Christian Valley Rd – Assisted home owner in shutting down the water for a 
service line leak 

•  
Summary 

• Received findings from Inspection.  Very minor things to address including the 
following 

o Update of the O&M Manual to address a few missing items ie current 
operator names, adding checklists used at the plant to the O&M Manual. 

o They advised they were missing some sample results from 2023 and 2024 
(DBP quarterly tests) so asked that we ensure quarterly tests are 
completed.  We were also missing some previous years tests for inorganic 
chemicals and asked that we sample this year. 

o They would like us to perform an efficacy evaluation of the sedimentation 
basin  

o They requested some additional clean up of vegetation around the 
flocculation and sedimentation basins 

o They would like the fence around the sedimentation basin and flocculation 
basin to be repaired as it appears to have been damaged by a branch 

 


